CHULA VISTA FIRE DEPARTMENT

FIRE PREVENTION DIVISION

GASOLINE DISPENSING FACILITIES
Vapor Processing Equipment - Bollard Detail
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Bollard Specifications

Measurements MUST be exact and will be subject to a field inspection

Bollards must be 4-inch diameter galvanized steel post (1/4” wall) filled with concrete
Bollards must be coated using safety yellow paint.

See Phase Il EVR upgrade bulletin for specific installation requirements.

Bollard layouts shown above are examples only. The number of bollards required will be based on
field conditions.
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